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A. 6" DIA. GAS LINE
B. (2) 2" DIA. GAS LINES
C. 6" DIA. GAS LINE
D. 12" DIA. SEWER LINE
E. 7" DIA. WATER LINE
F. 4" DIA. GAS LINE
G. 2" DIA. ELECTRICAL LINE
H. 16" DIA. HYDRONIC LINE
I. 16" DIA. HYDRONIC LINE
J. 12" DIA. HYDRONIC LINE
K. 8" DIA. SEWER LINE
L. 2" DIA. ELECTRICAL CONDUIT
M. 18" STORM DRAIN
N. 14" DIA. TRANSITE PIPE (HWR ACTIVE?) 

BOILER CHILLER PROJECT SAYS THAT 
THE LINE IS TO BE ABANDONED AND  
CUT AND CAPPED OFF AT GRADE 
WITHIN CENTRAL PLANT. NEED TO 
CONFIRM IF THIS LINE IS CURRENTLY IN 
USE.

O. RED CONCRETE CAP FOR 12 kV LINE 
(ENCASED IN CONCRETE SLURRY) 
RUNS DIAGONALLY ACROSS TRENCH

P. 3" FIBER OPTIC. RUNS DIAGONALLY 
ACROSS TRENCH
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TRENCH DETAILS

SUBSTATION #3 & #4
REPLACEMENT

SOLANO COMMUNITY
COLLEGE DISTRICT

4000 SUISUN VALLEY RD
FAIRFIELD, CA 94534

PROJECT NO:  2023-03

ISSUE SET:  CCD 02

ISSUE DATE:  09/19/23

DRAWN BY:  TLD

1/4" = 1'-0"
1

TRENCH SECTION AT SERVICE ROAD

This Transite line was
confirmed by Central Plant
team to be inactive. PB
Electric is inquiring if 10" line
located in field is active, else, it
will be removed.

Approximate location of 
10" pipe in question.
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